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Executive Summary

   
The goal of this survey and the following report is to make the Client aware of the general condition of the property, in the 
Consultant’s opinion. In addition, the consultant herein provides ball-park cost estimates to repair significant deficiencies, 
and provide digital photographs of the property.  

Please refer to the Limitation of Observations listed on page 19 of this report, which describes in greater detail the scope of 
this survey and applicable exclusions. This report is confidential to the Client, and the Consultant assumes no liability for its 
use by any other party.  

THE GENERAL CONDITION 

 

The general condition of the property compares favorably with similar properties previously surveyed by this firm. The 
quality of the original construction of the property in general can be stated to be in good condition with some of the 
components having unacceptable quality of trade practices of original construction. These include the damage of the truss 
grading corrections needed and a damaged water heater.  

We did observe deferred maintenance in some of the categories included in our survey, some of which being the water heater 
in currently vacant suite 103, and minor damage in other areas of the building.   

SITEWORK      $650.00  

FOUNDATION AND STRUCTURE   $550.00  

ROOF       $150.00  

BUILDING EXTERIOR       $00.00  

BUILDING INTERIOR     $200.00  

APPLIANCES        $00.00  

ELECTRICAL SYSTEM     $650.00  

HVAC SYSTEM      $400.00  

PLUMBING SYSTEM     $650.00  

MISCELLANEOUS       $00.00

      

TOTAL               $3250.00  

Further investigation including acquisition of bids by contractors and service companies, in the respective construction 
categories included in this survey are required and recommended.  

On the following pages is a discussion of our findings by specific categories of construction as outlined in the Table of 
Contents. Within each category is a brief description of the component, some discussion of our observations made during the 
survey, followed by conclusions with suggested action and a tabulation of cost information to indicate the nature and scope of 
deferred maintenance and required repairs. 
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Sitework  
DESCRIPTION:  

Parking areas are asphalt, curbs are concrete, and the sidewalk is concrete. Storm drainage is by surface runoff to the South 
West corner of the lot. The parking area consists of two handicap, and fifty three regular parking spaces. Landscaping 
included grass and trees that appear to be in acceptable condition with prominent signage at the frontage road.  

OBSERVATIONS:  

The following deficiencies, deferred maintenance or concerns were observed: 
1. Observed typical cracks in the parking area that will need to be replaced with concrete to with stand the extra use as 

a future expenditure. This is a cost that will be incurred in the future. Recommend an 8 inch concrete pad8 foot wide 
and 6 foot in the direction of travel. 

2. The handicap sign on the right side at the front of the parking is missing, noted sign is located behind the bushes in 
front of suite 101. 

3. Ponding at the perimeter of the building was observed, noted area is adjacent to Suite 103. 
4. The landscape grading is above the foundation slab causing moisture to enter the building and causing minimal 

damage to the flooring in the men’s bathroom.  


